PARTIAL PLUMBING DEMOLITION PLAN - 1ST FLOOR

DEMOLITION NOTES:

1. Remove all plumbing and associated materials from the areas indicated.
2. Ensure proper asbestos removal techniques are followed.
3. Drainage and waste lines must be disconnected from the building's main systems.
4. Verify the integrity of remaining structures is not compromised.
5. Confirm all required permits for demolition are obtained.

PARTIAL PLUMBING DEMOLITION PLAN
1ST FLOOR

KEY PLAN

P:FIT\CAMID\MEP\160185-PLBG.dwg, 2/23/2017 2:22:11 PM, wbruckner
NEW WORK NOTE:
2495 PALM BAY ROAD NE; PALM BAY, FLORIDA 32905

PARTIAL PLUMBING DEMOLITION PLAN - 2ND FLOOR

P2.3

KEY PLAN
PARTIAL PLUMBING PLAN - 2ND FLOOR
PARTIAL FIRE PROTECTION PLAN - 2ND FLOOR